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General:
The two safety showers in the MDTL are to be tested on the first normal working day of each month.  
1. Alert others in the lab that you will be testing the safety showers. 

2. Get a container to catch the water.

3. Put on a lab coat to avoid getting wet.

4. Call the Communication Center at extension 3414 and tell them that you are testing the safety shower at 36a Neuqua and to ignore the alarm while you are testing it.

5. First test the shower and the eyewash that has the FIRUS system for approximately 30 seconds to make sure the flow is good.

6. Dispose of the collected water.

7. Date and initial the safety tag on the bottom of the eyewash.

8. Call the Communication Center and tell them you are done with the test.  Confirm that the Communication Center received the FIRUS alert.

9. Next, test the eyewash and safety shower that does NOT have the FIRUS system for approximately 30 seconds to make sure the flow is good.

10. Dispose of the collected water.

11. Clean up any spilled water.
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Close-up View of FIRUS Device








Safety Shower with FIRUS








Safety Shower without FIRUS
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